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Crilical ltem:  Valve, Chenk Criticality Category: 15
RASA Part No: Mone Tolal Quantity: 4
Mig/Part Mo:  Stockham / 5930
 Systemn: Deluge Fire Exiinguishing Syslem
Firsd No. Oty [ Area PMN Basaline | Drawing / Sheet
11102 1 LoC W1 -3377 243 00 TSK1G389 /Y
Function:
Prevent LCC Firex Water Supply from flowing back into the VAB Firex Deluge System.
Failure Mode No. | Failure Cause Detection Method Crit
Failure Mods Failure Effact } Time ke Effaet Cat
0SSYA3R-001.002 | Corrasian, cantarminalion, or falure of intermal piece Nane 15
part,
Fail cloged Immediate

Loss of LCC Firex Water Supply from the VAB Firex
Deluge System. Possibility of loss of Ife during a
hazardous condition.

ACCEPTANCE RATIONALE
Daxsign:
r Cast iron body - = Matal o rmatal seat
« Bolted cap + Brags Hinge Pin
* Full waterway » Brorza Dist Ring
Tast:

- OMI MG135 petforms weskly, monthly, quartsdy, semiannwal and annual maintsnance lo ensure [hat the
frex system i operational and perdfarms as intendad.

= OMI M3145 performe an annual validation which verifies the check valve is apesational,

= OMRSD File VI requires annuat verification of water fow.
Inapection;
» None .
Faflura History: : -
* Cumrent datz on best failures, unexplained anomalies, and other failures experianced during graund.

processing activities can be found in the PRACA datshase, The PRACA datsbaze was regearched and no
gata was found on this component it the critica! fallure meda,

Operational Uso:

Comreating Action 1 Timeframg |
Therg ig no action which can be taken by mitigate the failure &ffect.  [Since rg coimecting aclion is available,
_ timefrarme does not apphy.
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